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1. Upon activation of the fire alarm system, all access

controlled doors shall unlock and remain unlocked

until the fire alarm reset.

2. All wiring throughout the system, to include the

pigtails at the door jambs shall be fail-safe.

NOTES & SPECIFICATIONS

        Freeport Fire & EMS Department
             Office of the Fire Marshal
    131 East 4th Street, Freeport, TX 77541

Phone (979) 233-2111
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